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GENERAL NOTES - INTERIOR ELEVATIONS

ALL WORK SHOWN "N.I.C." (NOT IN CONTRACT) MAY BE ACCOMPLISHED BY A CONTRACTOR WHO IS
NOT INCLUDED AS PART OF THE COORDINATE WITH "OTHER" CONTRACTORS PERFORMING N.I.C.
WORK WHICH IMPACTS OR RELATES TO WORK WHICH IS PART OF THE "CONSTRUCTION
AGREEMENT".

ALL PARTITIONS ARE TYPE '1' UNLESS OTHERWISE NOTED

ALL DIMENSIONS ARE FROM FACE OF PARTITION TO FACE OF PARTITION U.O.N.  UNDER NO
CIRCUMSTANCES SHALL ANY MEASUREMENT BE SCALED FROM THE DRAWINGS.  ANY
MEASUREMENT NOT GIVEN AN ACTUAL NUMBER DIMENSION SHOULD BE BROUGHT TO THE
ARCHITECT'S ATTENTION BEFORE PROCEEDING.

PROVIDE WATER RESISTANT GWB AT WALLS WHERE PLUMBING FIXTURES ARE LOCATED.

ALL CABINETS TO HAVE LOCKING HARDWARE AND KEY.  FURNISH KEY TO OWNER UPON
COMPLETION.

HOT WATER AND DRAIN PIPES UNDER LAVATORIES SHALL BE INSULATED OR OTHERWISE
CONFIGURED TO PROTECT AGAINST CONTACT.

PROVIDE FIRE TREATED WOOD BLOCKING AS REQUIRED FOR INSTALLATION OF ACCESSORIES

MOUNTING AND LOCATION OF ACCESSORIES IN ACCORDANCE WITH ADA ACCESSIBILITY
GUIDELINES.

COORDINATE SPECIFIC FIXTURE MANUFACTURER AND MODEL WITH P-SERIES DRAWINGS.
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BID DOCUMENTS

 1/4" = 1'-0"5 ELEVATION - BI-PLANE HYBRID OR #1 D402 - NORTH
 1/4" = 1'-0"6 ELEVATION - BI-PLANE HYBRID OR #1 D402 - EAST

 1/4" = 1'-0"9 ELEVATION - BI-PLANE HYBRID OR #1 D402 - SOUTH
 1/4" = 1'-0"10 ELEVATION - BI-PLANE HYBRID OR #1 D402- WEST

 1/4" = 1'-0"1 ELEVATION - ANESTHESIA WORK SUPPLY D406 - EAST

 1/4" = 1'-0"17 ELEVATION - CONTROL ROOM D402B - EAST

 1/4" = 1'-0"7 ELEVATION - GENERAL OR #2 D408 - NORTH
 1/4" = 1'-0"8 ELEVATION - GENERAL OR #2 D408 - EAST

 1/4" = 1'-0"11 ELEVATION - GENERAL OR #2 D408 - SOUTH
 1/4" = 1'-0"12 ELEVATION - GENERAL OR #2 D408 - WEST

 1/4" = 1'-0"13 ELEVATION - TYPICAL SCRUB AREA - PHASE 3
 1/4" = 1'-0"14 ELEVATION - HAC D409 - EAST

 1/4" = 1'-0"15 ELEVATION - HAC D409 - SOUTH

 1/4" = 1'-0"2 ELEVATION - FROZEN SECTION D405 - NORTH
 1/4" = 1'-0"3 ELEVATION - FROZEN SECTION D405 - WEST

 1/4" = 1'-0"4 ELEVATION - FROZEN SECTION D405 - SOUTH

 1/4" = 1'-0"18 ELEVATION - CC HAC D403 - SOUTH
 1/4" = 1'-0"19 ELEVATION - CC HAC D403 - WEST

 1/4" = 1'-0"20 ELEVATION - PRE-INDUCTION D407 - EAST
 1/4" = 1'-0"21 ELEVATION - PRE-INDUCTION D407 - SOUTH
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